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LEAD BASED PAINT INSPECTION REPORT
RESIDENCES
14491 TURNER -ROAD
VICTORVILLE, CA 82394

1.0 INTRODUCTION

This report presents the results of AAA LEAD Consultants and Inspections, Inc. lead-based paint
Inspection, located at 14491 Tumer Road, Victorville, California (Subject Property). AAA LEAD
Consultants and Inspections, Inc. performed the inspection on August 25, 2014 in accordance
with HUD guidelines for lead inspections. This document is prepared for the sole use of the City
of Victorville and any regulatory agencies that are directly involved in this project. No other party
should rely on the information contained herein without prior written consent of the City of
Victorville. The scope of services, inspection methodology and results are presented below.

2.0 SCOPE OF WORK

The purpose of this Inspection Is to identify and assess the presence of Lead-Based Pzint on the
exterior and Interior surfaces of painted components within the subject property.

On August 25, 2014 AAA LEAD Consultants and Inspections, Inc. performed an inspection for
lead based paint at the subject property in Victorville, California. The intent was to ascertain the
presence of lead in or on components above specified action levels. If lead was found, the
inspection would identify individual architectural components and their respective concentrations
of lead in such a manner that this report could be used for subsequent abatement and / or
maintenance activity.

3.0 PROPERTY DESCRIPTION

The test site is two structures and a pool. Both buildings are frame stucco construction and built
on concrete slab foundations. The doors and jambs of both buildings are constructed of wood.
The windows are double hung sliders and are also made of wood. Between the two structures is
a built in pool containing ceramic tile.

4.0 INSPECTOR'S QUALIFICATIONS

Benjamin Cohn and Johnny Geiger of AAA Lead Consuitants and inspeciions, inc. performed
the inspaction af the site using an RMD XRF specirum analyzer instrument. The crew has
aitended the radiation safety course for operation and handling of the RMD instrument, and
completed an EPA sponsored class in Lead Inspector and Project Monitor Training. Mr. Cohn is
& State Certified inspector for Lead Inspections, Project Monitoring and Sample Technician. Mr.
Geiger Is a State Certified Sample Technician.
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http:ffwww.aaalead.net




5.0 METHOD OF TESTING

The testing method employed was x-ray fluorescence {XRF) using a Radiation Monitoring Davice
Paint Analyzer. The instrument was calibrated to the manufacture's specifications and was aiso
periodically verified against known lead sampies produced by the National institute of Standards
and Testing (NIST). The duration for sach test resuit is determined by a combination of the actual
reading relafive to the designated action iavel, the age cf the radioactive source, and the
substrate on which the test was taken. Substrate corrections (SEL) were not required in
compliance with the HUD guidelines for spectrum analyzers. Together these quality control
procedures produce a 95% confidence level that the corrected lead concentration (CLC)
accurately reflects the actual level of lead in the tested surfaces.

6.0 TESTING PROTOCOL

Testing was conducted in compliance with the HUD Guidelines for scattered site housing as
published in 1987. The areas tested were inspected with a minimum of one representative
surface of 2each painted component in each area. The HUD action level for lead based paint is
1.0 mg/cm®.

7.0 SUMMARY OF RESULTS

A summary table with the resuits of this site has been provided in the “tables” section of this
report. Below is a brief description of the components that tested at or above the HUD action
level of 1.0mg/cm? and their respective locations.

House-1 Exterjor:

Window Casing Window Sash Door Jamb Door Casing
Soffit Rafter Fascia

House-1 interior:
Area-1
Window Sill Window Casing Door Casing Door Jamb

Area-2
Window Sash Door Jamb

Area-4
Window Sill Window Casing Cabinet Side Walls

Area-5
Window Sill Window Casing Window Sash Cabinet Side Cabinet Shelf
Door Jambp Wall

Window Casing Door Casing Door Jamb Stucco Wall Soffit
Rafter

AAA Lead Consultants and Enspections, Inc. 1307 West Sixth Street # 134, Corona, Ca Phone (951) §82-9071 Fax (951) 5829073
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{Summary of Results Continued)

House-2 Interior:

Area-1
Door Jamb

Area-4
Door Jamb

Tile Surfaces:

Many ceramic tlles contain lead in pigment and giazs. Although they were not painted, as part of
AAA LEAD'S normal Inspection process, we also tested tile surfaces. This information may be
useful if any abatement or remodeling will take place on these surfaces. THE CERAMIC TILE
TRIM IN THE POOL AND THE CERAMIC TILE BACKSPLASH IN AREA-5 IN HOUSE-1
CONTAINS LEAD AT OR ABOVE THE HUD ACTION LEVEL. See tables under TAB 3 of this
report for test locations.

8.0 RECOMMENDATIONS

Any maintenance or repair acfivities on these components should be performed in an
abatement/containment environment as required by Cal/OSHA Construction and Safety Orders,
Lead Section 715632.1.

Any component that s below the HUD action level but still contains lead requires personal
exposure level (PEL) testing be performed to determine the workers skill or certification reguired
to perform the activity.

9.0 SITE SPECIFIC OBSERVATIONS

The overall paint condition of both buiidings and the pool is poor. Both structures have been fire
damaged and vandalized. The lead painted components are in poor condition and need to be
stabilized. The ceramic file in the pool tested positive for lead. Many lead hazards were
identified during the inspection.

10.0 INSPECTION LIMITATIONS

AAA LEAD Consultants and Inspections, Inc. planned, developed and implemented this
inspection based on AAA LEAD Consuiltants and Inspections previous experience in performing
lead-based paint inspections. This inspection was conducted in conformance with HUD
Guideiines as published in 1997. AAA LEAD Consultants and Inspections, Inc. utilized state-of-
the-art practices and technigues in accordance with regulatory standards while performing this
inspection. A copy of personnel certifications has been provided for your review. AAA LEAD
Consultants and Inspections, Inc. evaluation of the relative risk of exposure to lead identified
during this inspaction is based on conditions observed at the time of the inspection. AAA LEAD
Consultants and Inspections, Inc. cannot be responsible for changing conditions that may alter
the relative exposure risk or for future changes in accepted methodology.

AAA Lead Consultants and Inspections, Inc. 1307 West Sinth Straet #134, Coronz, Ca Phone {954} 582-9071 Fax (951} 5829073
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HOW TO READ YOUR REPORT TABLES

Depending upon our findings there are several different tabies that can be used to generate an
accounting of the finai resuits. These tabies use two different formats.

The first table is the Distribution Report. This report is an accounting of all components that
were tested with correlating results of how many of each component tested positive, negative or
inconclusive. In cases of over 1,000 readings it s necessary to divide the report into two
sections. When this happens we provide a Project Distribution report combining the Distribution
Reports from both report sections with grand total figures.

The second format is found in the rest of our “tables”. The following Is a brief summary of what
each heading in the table means.

Reading No.

Each test is assigned a reading number.

Room No.

Each room has its own identifying number.

Room Name

Along with its own number is a description of the room. (office, hall, bath, etc)

Wall

A letter, either A, B, C identifies each wall, or D. There is a site map towards the end of the
raport that identifies each location,

Structure

This is the actual name of the component being tested. (wall, window, door, etc)

Location

The area tested on the component. (U [t is upper left, L. Ctr is lower center, etc)

Member

The portion of the component tested. If the component is a door, the member could be the
casing or the jamb.

Paint Condition

I = Intact, F = Fair and P = Poor

Substrate

This is what the component is made of. (wood, metal, gypsum, piaster etc...)

Color

Though seidom used if a component contains mere than one coior bt only one of the colors
tests positive, the positive color will be identified.

Lead {mg/em?)

This is the lead content of the component tested.

Mode

The equipment can be operated in three modses Std (standard), QM (Quick Mode) or TC (Time
Cormreciad). Std is used to acquire a measurement for a fixed amount of time. QM is the mode
used to test components throughout a site. TC mode is used to calibrate the equipment against
a known lead source based on g predetermined amount of {ime. The equipment will only
produce an answer after it has reached a 95% confidence level the reading is correct. The time
can vary from 2 {o 60 seconds.

AAA Lend Consultants and Inspections, ing, 1307 West Sixnth Swreet #134, Corena, Ca Phone (951) 582-307| Fax {951) 582-9073
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DISTRIBUTION REPORT OF LEAD PAINT INSPECTION FOR: City of Victorvilie

fnspecticn Date: 08/25/14 Residences

Report Date: 8/25/2014 14481 Turner Road

Abatement Level; 1.0 Victorville, Ca 82394

Report No. S#01132 - 08/25/14 08:48

Total Reading Sets: 147

Job Started: 08/25/14 08:48

Job Finished: 08/25/14 10:38

smrememeee  Structurs Distribution

Structure Total Positive Negative Inconclusive
Attie Accass 1 0 <0%> 1 <100%> 0 <0%>
Cabinet Door i 0 <0%> 1 <100%> 1] <0%>
Cabinet Bhelf 1 1l <100%> [i] <0%> 0 <0%>
Cabinet Side 2 2 <100%:> 0 «0%> 0 <0%>
Ceiling 9 0 <0%> 9 <100%> 5] <0%>
Counter 1 1 <100%> 0 <0%> @ <0%>
Doox 2 4] <0%> 2 <100%> 0 <0%>
Doox Casing 9 3 <33%» 6 <67%» @ <0%>
Door Jamb 12 7 «<58%> 5 «<42%>» @ <0%>
Fascia 4 1] <0%> 4 <100%> 0 <0%>
Floor i g <0%> 1 <100%:> 1] <0%>
Rafter & 1 <25%> 3 <75%> 0 <0%>»
8helf Suppor i 0 <0%> L <100%» 0 <0%>»
Soffit G 2 <33%> 4 <67%> a <0%>
Stairs 1 0 <0%> L <100%> 0 <0%>
Trim 2 1 <50%> 1 «B38%» 0 <0%>
Wall 62 10 <iG%> 53 «<B4%> 0 <0%>
Window Casing 15 10 <§7%> 5 <33%> 0 <0%>
Windcw Sash 5 5 <100%> 4] <0%> (] <O%>
Window 8111 8 3 «<38%> 8 <63%> 0 <0%>
Inspaction Totals: 147 46 < 310> 101 =z 59%> 0 < 0%



SUMMARY REPORT OF LEAD PAINT INSPECTION FOR: City of Viciorville

inspection Date: 08/25/14 Residences

Report Date: 8/25/2014 14491 Tumer Road

Abatement Levei: 1.0 Victorville, Ca 92394

Repoit Ne. S#01132 - 08/25/14 08:48

Total Readings: 159 Actionable: 46

Job Started: 08/25/14 08:48

Job Finished: 08/25/14 10:38

Reading Paint Lead

Noe. Wall Structure Location Member Cond Substrate Color (mgiem?® Mode
Exterior Room 001 House-I
nle A Window LEft Casing P Wood N/A 5.1 oM
017 A Window Lt Sagh 2 Wood N/A 4.7 oM
206 A Window Rgt Casming 2 Wood N/Aa 3.5 oM
012 A Door Ctr Casing ? Wood /& 3.0 oM
013 A Door Ctr Jamb B Wood N/A 3.0 oM
021 B Windoer Rgt Casing B Wood N/A &.4 oM
022 B Window Rgt SHash P Wood N/A 4.6 QN
027 (o] Window Rgt Caging P vwWood N/A 1.¢ oM
035 D Window Rgt Casing P Wood HN/A 1.8 oM
036 D Windosr Rgt Sash P Wood /A 1.9 oM
Exterior Room 002 Pool
093 A Trim Ctr 7 Tile Biuwe 5.1 oM
Exterior Room 003 Housge-2
104 A soffit LEt P Wood N/A 1.0 Gkl
106 A Window Lt Casing P Wood N/h 1.0 on
108 B Rafter Rgt B Wood W/A 1.4 oM
109 B Wall @ Rgt P Btuceo JUT AN 1.8 oM
107 B Soffit Rgt P Wood N/A 1.0 oM
Lae 2 ‘Window Rgt Casing P Wood N/A 1.6 2]
111 B Door Rgt Casing P Wood N/A 1.0 iy
112 B Deor Rgt Jamb P Wood N/A 1.0 oM
117 [o] Wall W LEt P Stucca N/A 1.0 oM
118 c Wall ¥ Rgt P 8tuceo N/A 1.5 oM
i20 D Wall 7 Rgt P Stuces N/A 1.9 oM
Interior Room 001 i-Aree-1
048 B Window LEt Casing » N/Aa N/A 1.8 oM
047 A Window LEt 8ill P N/A N/A a.3 oM
040 A Door Rgt Casing P N/A K/a 1.8 oM
041 A poor Rgt  Jamb P N/A N/A 1.8 oM
Interior Room 002 l-Arsa-2
059 A Window Ctr Bash P N/a N/A 1.4 oM
a50 D Door Ctr Jamb ? N/a N/A 1.2 oM
Intexrior Room D04 i-Area-4
075 B Cabinat LE: S5ide P N/a N/A 1.0 oM
070 oS Wall W Rgt P W/A N/A 1.0 oM
071 B wall W Rgt P N/A N/A 1.0 oM
072 ¢ Wall W LE¢ P W/a K/A 1.¢ oM
076 c Window Ctr Casing P N/ N/A 2.7 an
077 c Window o] 4o 5i11 P N/A N/A 3.5 oM
073 b Wall W LEt 7 N/A N/A 1.0 [+).
Interior Room 005 l-Aras-5
079 A Door Ctr Jamb P N/A N/A i.0 ox
081 B Wall 7 Lfe bicd N/A N/A 1.0 QN



SUMMARY REPORT OF LEAD PAINT INSPECTION FOR: City of Victorvilie

Reading ‘ Paint Lead

Ne. Wall Structure Location Rember Cond Substrata Color (mgfem?) RMode
082 c Wall W Ctx ¥ MN/A N/R 1.9 oM
086 D Cabinet Lfe Side P W/A W/A >9,9 oM
087 D Cabinet LEt  Shelf P N/A N/A »9.9 oM
osa B Countew LER P Tile N/A 1.6 N
050 D Window Ctr Caming P N/A N/A 4.6 oM
091 5} Window Ctr Sash P N/a R/A 5.2 oM
089 i) Windew Ctr Bill P N/A N/A 5.7 L]
Interior Room 006 2-Area-1

124 B Door LEt Jamb P N/A N/a 3.4 oM
Interior Room 009 2-Arem-4

163 B Door Rgt Jamb P N/a N/ 1.0 oM

CalLibration Readings
~==-- #nd of Readings ~~-«-



DETAILED REPORT OF LEAD PAINT INSPECTION FOR: City of Victorvilie

Inspection Date: 08/25/14 Residences
Report Date: 8/25/2014 14491 Tumer Road
Abatement Levei: 1.0 Victorville, Ca 92394
Report No. S#01132 - 08/25/14 08:48
Total Readings: 159
Jab Started: 08/25/14 08:48
Job Finlshed: 08/25/14 10:38

Reading Paint Lead

Ne. Wall Structure Location Member Cond Substrate  Color (mg/em?] Mode

Exterior Room (01 Housa-1

015 A Rafter Ctx B tosd u/A 0.0 (o)

010 A Wall W Lft 2 Stusco N/A 0.4 QM

009 A Wall W Ctr 2 gtuececo N/A D_. 0 o

007 A wWall " Rgt B stuecco N/A 0.0 o

014 & Soffit Ctx 7 Hood N/A 0.1 oM

016 A Windorw Lft Casing F Hood N/A 5.1 ant

017 A Window Lft Sash P Hood N/A 4.7 oM

008 A Windovw Rgt Casing ? Wood N/A 3.5 oM

011 A Door Cex 2 wood N/A 3.0 an

012 A Door cer Casing P Wood N/A 3.0 oM

013 A Door Ctr Jamky ? Hosd R/a 3.0 oM

c23 B Fagcia LEL 4 Wood N/A 0.0 [+

020 B wall W LEt P Stuceo /A -0.2 Q¢

01s B Wall W Ctr bid Btueso N/A 0.5 oM

018 B Wall ¥ Rgt P Stuceo N/A 0.1 oM

0321 B Window Rgt Caping P Wood /A ‘4.4 oM

022 B Window Rgt Saah b Wood N/A 4.5 oM

028 B Door Lft Casing P Wood N/a 0.2 o) 4
628 B Door LEt Jamb bicd Wood N/A 0.1 Qpt
031 c Fasclz LEft b Wood N/A 0.0 QN
026 c Wall W LEt ¥ 8tucco N/h 0.0 [+]:
025 c Wall W ekr P Stucce N/A -0.2 ot
024 c Wall % Bgt ¥  Stuecco N/ 0.4 oM
030 c Soffic LEL B  Wood N/A 0:1 oM
027 c Windory Rgt Casing ? Wood n/A 1.0 o
023 B Raftay gt P Wood N/A 0.0 oM
038 D Wall ‘W LEE F Btucce N/A 0.0 QM
03?7 B Wall W Gtz P Stuceco N/A -0.2 oM
034 D Wall ¥ Bgt P Stucce N/A 0.5 Qi
032 B Boffit Rgt P wood N/A 0.1 [+18
03s b Window Rgt Cesaing ?  Wood N/A 1.9 )01
038 D window Rgt  Bagh ? wood N/A 1.9 QM
Exterior Room 002 Pool

092 A Trim Ctx P Comerata N/A -0.1 o
083 A Trim Ctr bid Tile Blue 5.1 oM
094 A Wall W Ctr ? Concreta N/A =0.1 om
085 B Wall W Ctr P Concrete N/A -0.2 oM
096 c Wall W Ctr P Comereta N/A -0.2 oM
nos D Floor Ctr i Copcrata N/A =0.1 oM
097 D Wall W Qkr 2 Comcreta /A 0.0 [47:%1
059 D Staizs LEt P Concrete W/A -0.1 oM
Exterior Roaem 003 Housa-2

105 A Fascia LEt B Wood N/A -9.1 oM
1063 A Wall W Lfc P Stucco N/A 0.6 )7
102 A Wall W Ckr i Btucco N/A 0.5 4]
109 A Wall W Rgt B Btuceo ®/A 8.3 Q8L
104 A Boffit LES P Wood ®/A i.0 a5l




DETAILED REPORT OF LEAD PAINT INSPECTION FOR: City of Victorviile

Reading Paint Lead

No. Wall Structure Location Member Cond Substraiez  Color {mglem?} Rode
106 A Window LEt Casging P Wood R/A 1.0 QM
101 A Doox Rgt Casing P Wood /A 0.1 oM
108 B Rafter Rgt b4 Wood N/& 1.4 oM
114 B Wall W LEt P 8tucen W/A G.5 QM
113 B Wall W Gtz P Stucco w/a 0.5 oM
109 B Wall W Rgt P SBtucco W/h 1.8 oM
107 B Soffit Rgt bl Wood B/A 1.0 QM
110 B Windoy Rgt Casing P Wood N/A 1.6 oM
111 3 Doox Rgrt Casing P Wood N/A 1.8 oM
112 B Door Rgt Jamb P Wood N/A 1.9 on
119 c Pasgcia Ctr P Woed W/a 0.3 @5
117 c Wall W Efe P Stucco N/A .0 QM
115 ¢ Wall % Rgt P SBtucce R/a 1.5 oM
118 c Soffit Ctx b Wood N/A ¢.% o))
il c Window Rgt Casing P Wood R/A 3.5 oM
123 o] wWall W Lft P Stucee N/A 0.3 oM
121 D Wall W Ctr = Btucco N/A 0.5 oM
120 D  Wall ” Rgt ?  Stucco N/A 1.0 on
122 D Window Ctr Casing P Wood N/A 0.3 oM
Interior Room 001 1-Araz-1

042 A Wall % Ctr P N/A N/h D.2 oM
S4E Y Ceiling Ctr P N/A N/A 0.0 oM
048 A Window Lt Casing bE] N/A N/A 1.8 oM
047 A Windowy Lft 8111 B N/A N/a 2.3 QM
039 A Door Rgt ?  N/a N/A 0.0 oM
040 A Door Rgt Casing P N/A N/a 1.8 oM
041 A Docr Rgt Jamb P N/A N/A 1.9 oM
043 B Wall W LEE P N/a WiA -0.1 [+) 1
044 c Walkll W Ctr F W/h /A 0.2 oM
045 D  wWali ¥ Rgt P N/a N/A 0.0 ox
Interior Room 002 1l-Ares-2

051 A wWall W Rgt bl N/A N/A 0.9 oM
0nss A Windors Ctr Casing » N/A N/A 0.5 979
058 A Window Ctr Sash P N/A N/A 1.4 oM
057 A Window Ctr 8111 B N/A N/A 6.3 oM
052 B Wall W Lt ? N/A N/A g.0 QM
053 c Wall W Cte P N/A N/A 2.1 oM
056 D Attiec Access Lft o N/a N/A 2.0 QM
054 D Wall W LEt P N/A N/A 0.3 N
055 D Ceiling Lft 2 N/A N/a 0.2 oM
049 D Door Ctr Casing ®  N/A N/A 0.4 ou
050 |2} Deor Ctr Jamb B N/A N/A 1.9 [
Intarioz Roem 003 l-Ares-3

D62 A Wall W Ctr P NR/A N/A 0.9 o
T -3 Door Lft Caging P N/A N/a 0.¢ QM
061 B Door LEC  Jamb P N/a ®/A -9.1 oM
063 B Wall W Ctx P N/A B/A -0.2 oM
064 ¢ Wall W Ctr b N/& N/A G.1 oM
0487 D Shelf Suppor LEE B N/& ¥/A Q.0 oM
265 D Wall W Ctr B N/A N/a -G.2 oM
966 D Cailing Ctr bl N/A N/A 9.0 oM
Intexiocr Room 004 l-Area-4

075 A Cabfinet Lt Eide b N/A N/A L.@ oM



DETAILED REPORT OF LEAD PAINT INSPECTION FOR: City of Victorville

Reading Paint . Lead

No. Wali Structure Location Member Cond Substra Color {mgfcmz} Mode
070 A Wall H Rgt P W/A ®/2 1.0 oM
674 A Calling Rgt P N/R N/A 0.1 oM
068 a Doz Rgt C(asing P N/A N/A 0.2 oM
gee ;3 Doox Rgt Jemb P N/A N/A 6.0 ()
071 B Wall % Rgt P N/A N/A 2.0 ox
072 ¢ Wall W LEt P N/A N/A 1.0 oM
076 (of Windcw ctr Casing P N/A N/A 2.7 oM
077 c Window Ctr 8111 P N/A N/A 3.5 oM
073 D Wall W Lft P N/a W/A 1.0 oM
Intexrior Room 005 1-Area-§

GEG A wall W Ctr P N/A N/A 0.6 oM
078 B Door Ctr Casing P N/A N/A 0.2 oM
079 & Dooxr Ctr  Jamb P N/A N/A 1.0 oM
o8l B Wall W LEt P N/A N/Aa 1.0 ot
082 c wall W otr P N/A N/A 1.0 oM
085 5 Cabinag Lf¢ Door 2 N/A N/A 0.2 oM
[+1:1] 2 Cabinet LEE side B N/a N/A »9.% oM
087 D Cabinet LEt Shelf P MN/A /A 9.9 Qne
[+}:3:] B Counter LE: 2 Tile N/A 1.6 oM
0e3 D Wall W Ctx P N/A N/a 0.5 oM
084 D Cailling Lft ¥ N/A N/B 0.0 oM
050 D Window ctr Casing P R/A N/A 4.5 oM
0951 D Window Ctr Sash P N/A N/A 5.2 oM
[11:4] n Windovs Ctr 8i11 P N/A N/A - 5.7 oM
Interior Room 006 2-Area-l

125 B Wall ¥ LEt F N/A N/A ¢.0 Qe
126 B Wall W Rat P N/A N/A -0.1 oM
131 B Window Rgt Casing P N/A N/A ¢.0 oM
130 B wWinderws Rgt Sill P N/A N/A -0.1 oM
124 B Door LEt Jamb P N/A N/A 3.4 oM
127 c Wall W Rgt P N/A N/A 0.0 QM
128 ] Wall W Ctr P N/A H/A 0.1 oM
129 D Ceiling ctr P N/A N/A ~0.1 oM
Interior Room 007 2-Azemn=2

133 A Wall ¥ Rgt P N/A N/A -0.2 oM
132 A Doox Rgt Jamb P N/A R/A -0.% oM
134 c Wall W Ctrx P N/a R/A -0.1 oM
135 c Calling Ctx 2 N/A N/A -0.1 QM
136 c i ndow Ctr 8411 P N/A N/A 0.4 oM
Interlor Room 008 2-Area-3

139 A wall W Rgt P N/A N/A -0.2 oM
137 B Wall W Ctr P N/A N/A -0.2 oM
141 D Raftaxz LEt P OR/A N/A 8.3 oM
138 D Wall W Ctr ? N/A R/A 6.5 oM
140 D Cailing LEt ®  N/A R/A 3.6 oM
142 D Window LEE 8i11 2 N/A WA Q.4 oM
Interior Room 009 2-Area-4

144 A Wall ¥ Rgt P N/A N/a 0.9 oM
145 B Wall W Ckx P N/A N/a -0.2 oM
149 B Window Ctr Casing P N/A ®/a -g.1 oM
143 B Door Rgt  Jamb ?  N/A /A 1.9 oM
146 c Hall W LEt F N/A W/A -9.2 aM



DETAILED REPORT OF LEAD PAINT INSPECTION FOR: City of Victorville

Aeading Paint Lead

No. ‘Wail Structure Location #fember Cond Substrate Color {mg/cm?) [ode
147 D Wall W Ctr P N/A N/A -6.1 o)
148 D Ceiling Ctr P M/A N/A G.1 oK
Entaricr Rocom 010 2-RAraa-S5

181 A Wall W Ctr P N/A ®/a G.0 oM
153 & Window Cctz 8ill P NK/a N/A -0.1 o)
i52 B Wall W ceky 2 N/A N/A -0.2 oM
150 ¢ Door Ctr Jamb ? N/A N/A -0.1 oM
Calibration Readings

005 0.2 TC
863 0.0 TC
001 1.0 T
002 0.9 TC
003 a.e TC
004 0.1 TC
154 0.2 TC
155 1.0 1c
156 1.0 TC
157 ¢.0 TC
158 -0.1 TC
158 0.3 e

-~=-- End of Rsadinges ----



3565 Laxington Av.
El Monte, CA 81731

Project: City Of Victorville
14481 Tumer

Micron Environmental Labs, Inc.

Analytical Method: EPA S¥W846-3050-7420
AlIHA {ELPAT} ID No.: 103012

CA ELAP Certificate NO. 2287

Lead (Pb) in Paint Summary Results

Name: AAA Lead Consultants and Inspections, Inc.
Address: 1307 W. Sixth St. Ste. 134

City, State, Zip: Corona, CA 92682

Micron Ref. No. 10614196

Date: 9/2/14

Analyst: Glenn Gutierrez

Date Coiiecied: 8/25/14
Dale Received: 8/26/14
Date Analyzed: 9/2/114
No. of samples:

Sample Sample Sample Vol.| Dil. | Conc. Resulis
No. Description Weight{g) {ml) | Factor| mgfl | mg/kg (ppm)| % weight
PC-001 Paint Chip 0.0686 25 1 0.59 2150 | 0.022
PC-002 Paint Chip 0.1047 25 1 0.22 < 100 <0.010
pC-003 Paini Chip 0.0793 25 1 0.08 <100 < 5.010
PC-004 Paint Chip 0.1285 25 1 3.31 644.0 0.064
PC-005 Paint Chip 0.1379 25 1 3.42 620.0 0.062
PC-006 Paint Chip 0.1243 25 1 2.95 593.3 9059
pom-paris per milliot:

limi¢ of detection (LD} =100ppm with semple size of .1g
MDL for Micron Labs=0.0065% with sample size ¢f .1g

Do

\ Analyst Sigpature
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State of Cafifornia—Health &and Hurnan Services Agancy Californla Department of Public Health

LEAD HAZARD EVALUATICN REPORT

Seciion 1 — Date of Lead Hazard Evaluation August 25, 2014

Section £ — Type of Lead Hazard Evaivation (Chack one box oniy)
Lead Inspaction | | Risk sssessment | | Clearanca inspection || Other (specity)

Saction 3 — Bteucture Wivere L.ead Hazard Evafuation Wes Conducied

Address [number, sirset, Bparkmant (i appicabie]} Chy [ County Zip Code
14481 Tumer Roed Victorville | San Bemardino {02384
Construction dale {veer) Type of structura | Cifidnsn fving In struciura?

of structure

' ‘ [ Mutt-unk bullding [ senool or daycare b Oves 71 No

Prior 1978 Single famliy dweliing L Oiher, I |_| pont &now
Bection 4 — Owner of Structure (if business/agency, [lst contact person)
Name Teiaphone number

City of Vigtorvilie C/O Infotox | 951-885-5053
Address [number, sirest, apariment (1 appiicebie]] City ' Biate Zip Code
8251 Orco Parkway # J Riverside Ca 82508

Section 5 — Results of Lead Hazard Evaluation {check all that apply)

|_] No lead-besed paint detected ] Intact lead-based paint detacied Deterlorated lead-hased paint deteciad
I No lead hazards detected D Lead-contaminated dust found ] Lead-contaminated sofl founc Other_T1

Section § — Individual Condueting Lead Hazard Evaluation

Name Talephone number

Benjamin S. Cohn 951-582-9071

Address [number, sireet, apartment { appiicable)) City State Zip Cods
1307 Waest 6th Strest Corona Ca 92882
CDPH certificelion numbar Signature Date
20875 & s 09-02-14

Name and CDPH certification number of any ciher Individuals conducting sampiing or testing (¥ applicabie)

Johnny Geiger 21753

Section 7 — Attachments

A, A foundation diagram or sketch of the structure indicating the specifc locations of sach lead hezard of presence of
lead-based paint;

B. Each testing method, device, and sampling procsdure used;

C. All data collectsd, intluding quality controt data, laboratory results, including laboratory name, address, and phone number.

First copy and attachments relalnad by inspector Third copy only (no attachments) malled or faxad to:

Sacond copy and attachments reteined by owner Callfornie Departmsnt of Public Health
Childhood Laad Polsoning Praveniion Branch Reporis
850 Marina Bay Parkway, Building P, Third Flogr
Richmond, CA 94804-5403
Fex: {510) 620-5856

COPH 2352 {6/07)




DEVELOPMENT DEPARTMENT
Planning + Building + Code Enforcement
14343 Civic Drive

P.0. Box 5001

Victorville, CA $2395-5001

CITY OF
VICTORVILLE

9/24/2014 (760) 955-5104
Fax (760) 269-0074
NOTICE OF INTENT TO FILE: NOTICE OF PENDENCY
JUAN COVARRUBIAS
14607 APACHE DR

VICTORVILLE, CA 92392

RE: Case# COD14-01904
14607 APACHE DR
APN: 3106-091-50

Qur records and recent inspeciions indicate that you have failed {o either respond to or comply with a
previous notice thet listed conditions of non-compliance existing orn {he above reference property.
Therefore, the purpose of this notice is to advise you that a Notice of Pendency (property lien) will be
filed by the City of Victorville, Code Enforcement Division, if compliance is not met within the timeframe
specified beiow.

The following conditions still require compliance:

Landscape Maintenance (R1) - Properly maintain your landscape as required by the Victorville Municipai
Code within 15 days. All landscaped areas shall be maintained in a neat, clean, orderly and healthful
condition. This includes proper pruning, mowing of lawns, weeding, fertilizing, and replacement of plants
where necessary. Three-quarter inch decorative rock may also be installed (3 inches deep} and shall
include a weed barrier. Property owners shall provide a means to keep decorative rock in-place. A
permanent irrigation system shall be in place when necessary. All required front yard areas shall have a
minimum of fifty (50} percent landscaping free of paved parking and driveway areas. Bark or mulch within
the front and side yard shall not be used as a permanent form of ground cover within landscape areas,
unless located within a flowerbed/ accent areas that are regularly maintained. Unacceptable landscape
includes overgrown, dead, diseased, cr decayed vegetation and weeds which cause a detriment to
neighboring properties and/or property vaiues (VMC 18-8.13.020 — Nuisances affecting health, safety, and
welfare and 16-3.24.030(b) et seq. — Landscape standards).

Please note that if compliance is not met, administrative fees will be assessed against your property
and a Notice of Pendency fited that will impede the sale or transfer of your properly.

Each day the violation continues constitutes 2 new and separate offense wherein you will also be
subject to additional fines and court fees, possible crimina! prosecution and court ordered abatement of
outstanding viclations.

Additionally, if abatement action is taken by the City, all abatement cosis, administrative fees and
outstanding fines will be recovered through a tax lien which will be assessed on your annual property
tax bill.

Should you have any questions regarding this matter, or wish to seek approval for an extension, please
contact the Code Enforcement Division af (760) 955 5104 and reference the case number noted
above.

Respectfully,



CITY OF DEVELOPMENT DEPARTMENT
Planning + Building ¢« Code Enforcement

14343 Civic Drive

VICTORVILLE 0. Box 001

Viciorville, CA 92395-5001

9/24/201 4 (760) 955-5104

Fax (760) 269-0074

NOTICE OF INTENT TO FILE: NOTICE OF PENDENCY

JUAN COVARRUBIAS
14607 APACHE DR
VICTORVILLE, CA 92392

RE: Case# COD14-01804
14607 APACHE DR
APN: 3106-091-50

Our records and recent inspections indicate that you have failed to either respond to or comply with a
previous notice that listed conditions of non-compiiance existing on the above reference property.
Therefore, the purpose of this notice Is fo advise you that a Notice of Pendency (property lien) will be
filed by the City of Victorville, Code Enforcement Division, if compliance is not met within the timeframe
specified below.

The following conditions still require compliancs:

Landscape Maintenance {R1) - Properly maintain your landscape as required by the Victorville Municipal
Code within 15 days. Ail landscaped areas shall be maintained in a neat, ciean, orderly and healthfui
condition. This includes proper pruning, mowing of lawns, weeding, fertilizing, and replacement cf plants
where necessary. Three-guarter inch decorative rock may also ba installed (3 inches deen) and shal!
include a weed barrier. Property owners shall provide a means to keep decorative rock in-piaca. A
permanent irigation system shali be in place when necessary. All required front yard areas shall have a
minimum of fifty (50) percent landscaping free of paved parking and driveway areas. Bark or muich within
the front and side yard shall not be used as a permanent form of ground cover within iandscape areas,
unless located within a flowerbed/ accent areas that are regularly maintained. Unacceptabie landscape
includes overgrown, dead, diseased, or decayed vegetation and weeds which cause g detriment to
neighboring properties and/or property vaiues (ViViC 16-6.13.020 - Nuisances affecting health, safety, and
welfare and 18-3.24.030(b) et seq. — Landscape standards).

Please note that if compliance is not met, administrative fees will be assessed against your property
and 2 Notice of Pendency filed that will impede the sale or iransfer of your proparty.

Each day the violation centinues constitutes a new and separate offense wherein you will aiso be
subject to additional fines and court fees, possible criminal prosecution and court ordered abatement of
outstanding violations.

Additionaily, if abatement action is taken by the City, ali abatement costs, administrative fees and
outstanding fines will be recovered through a tax lien which will be assessed on your annual property
tax bill.

Shouid you have any questions regarding this matter, or wish to seek approval for an extension, please
contact the Code Enforcement Division at (760) 955 5104 and reference the case number noted
above.

Respectfully,



A. Vinnes

Code Enforcement Officer



A. Vinnes
Code Enforcement Officer



LEAD PAINT INSPECTION REPORT

REPORT NUNMBER: S#01132- 08/25/14 08:48
INFOTOX# 142123
INSPECTION FOR: City of Victorville

C/O Infotox

8251 Orco Parkway & J
Riverside, Ca 92500

PERFORMED AT: Residences
14491 Turner Road
Victorville, Ca 92394

INSPECTION DATE: August 25, 2014
INSTRUMENT TYPE: RMD

MODEL LPA-1

XRF TYPE ANALYZER

SERIAL # 1132
ACTION LEVEL: 1.0mgiem?

OPERATORS LICENSE: 6212-33

snemsm///g/ DATE _August 28, 2014
Benjamin S. Cohn
INSPECTOR |-20875

This inepection was conducted In conformance with HUD Guldelines as publizhed In 1997. AAA Laad Consultants and
Inapections, inc. utllired stete-of-art practices snd tachniques in accordance with reguistory standards while performing
this inspection. AAA Lead Coneultants and Inanections, Inc. evaluation of the relative rizk of axposurs to laad identifiad
during this Inspection ks bazed on conditions ohserved st the time ingpection. AAA Lead Consuitants end inspactions,
ine. cannot be rasponsikle for changing conditicns that may after the refative exposura risls or for changas in 2coaplod
methodology.

AAA Lead Consultams and Inspections, Inc. 1307 West Sixth Street #134, Corons, Ca Phone (951) 582-9071 Fax (951} 582.9073
htip/www gaglead net




